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Page 5-12, Equation 5-15
Replace 

by



Page 17-2, Table 17-1

Replace

Table 17-1.  Standard Time-Temperature Curve Points

Time Temperature /C (/F)

5 min 38 (100)

10 min 704 (1,300)

30 min 843 (1,550)

1 hr 927 (1,700)

2 hr 1,010 (1,850)

4 hr 1,093 (2,000)

By

Table 17-1.  Standard Time-Temperature Curve Points

Time Temperature /C (/F)

5 min 538 (1,000)

10 min 704 (1,300)

30 min 843 (1,550)

1 hr 927 (1,700)

2 hr 1,010 (1,850)

4 hr 1,093 (2,000)

8 hr 1,260 (2,300)



Page 2-12, Equation (2-6)

Replace 

    

By

And:
∆Tg = upper layer gas temperature rise above ambient (Tg - Ta) (K)
k    = thermal conductivity of the interior lining (kW/m-K)
AT = area of the compartment boundaries surface (m2)
ρ = density of the interior lining (kg/m3) 
c  = thermal capacity of the interior lining (kJ/kg-K)

 = heat release rate of the fire (kW)

m = mass of the gas in the compartment (kg)
cp = specific heat of air (kJ/kg-k)
t = exposure time (sec)


